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SELECTION BASED ON MITSUBISHI MR SLIM
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3.

SELECTION BASED ON (TUTTLE&BAILEY, OR EQUIVALENT)
  1. INDUCTION AIR DIFFUSER WITH 24"x24" LAY-IN BORDER.
  2. INDUCTION AIR DIFFUSER WITHOUT INDUCTION VANES.
  3. RETURN AIR GRILLE (PERFORATED RETURN PANEL - STEEL CONSTRUCTION).
  4. WITH ACOUSTICALLY LINED PLENUM.
  5. DIFFUSER CONNECTINS SHALL BE ON THE INSIDE NECK AND SEALED AIR TIGHT.
  6. THIS NUMBER NOT USED
  7.PROVIDE A DIFFUSER BOOT. REFER TO DETAILS FOR REQUIREMENTS
  8.PRICE MODEL LBPH-CORE 15A

THE FOLLOWING DIFFUSER CALLOUTS ARE FOR SQUARE CALLOUTS ONLY (SD-1, 3, 5, 7, 9 & 11)

THE FOLLOWING DIFFUSER CALLOUTS ARE FOR RECTANGULAR CALLOUTS ONLY (SD-2, 4, 6, 8 & 10)
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DIFFUSER, REGISTER & GRILLE SCHEDULE

SYMBOL SIZE MATERIALFUNCTION TYPE DAMPER
CFM RANGE REMARKS

OPEN OFFICE

CFM RANGE

& CONF. ROOM
ENCLOSED OFFICE

SR-8

SR-3

SR-6

SR-7

SR-4

SR-5

SR-2

SR-1 6"x6"

14"x6"

12"x8"

18"x12"

24"x12"

10"x6"

12"x10"

24"x16" STEEL

STEEL

STEEL

STEEL

STEEL

STEEL

STEEL

STEEL

STEEL

STEEL

SUPPLY

SUPPLY

SUPPLY

SUPPLY

SUPPLY

SUPPLY

SUPPLY

SUPPLY EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

EXP/CLG/WALL

PER ARCH

PER ARCH

PER ARCH

PER ARCH

PER ARCH

PER ARCH

PER ARCH

PER ARCH

YES

YES

YES

YES

YES

YES

YES

YES

MAX NC

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

35

20

20

20

RR/ER-6

RR/ER-4

RR/ER-5

16"x16"

12"x12"

14"x14"

EXHAUST

EXHAUST

EXHAUST

STEEL

STEEL

STEEL

CEIL/WALL

CEIL/WALL

CEIL/WALL

NONE

NONE

NONE 471 - 600

241 - 350

351 - 470

PER ARCH

PER ARCH

PER ARCH

471 - 600

241 - 350

351 - 47020

20

20

276 - 365

0 - 90

201 - 275

141 - 200

91 - 140

891 - 1,250

591 - 890

366 - 590

RR/ER-7 16"x40" RETURN 2500 - 3000STEEL CEIL/WALL PER ARCH NONE 37

MAX NC

TP

2500 - 3000

801 - 955

141 - 200

201 - 275

276 - 365

591 - 890

891 - 1250

91 - 140

0 - 90

35

35

35

35

0.068

0.106

0.105

0.068

0.060

0.106

0.046

0.073

0.101

0.099

0.076

0.029

0.030

0.038

0.029

0.042

0.041

0.041

0.034

0.086

0.066

0.092

0.099

0.012

0.043

0.035

0.054

0.054

0.054

0.054

0.054

0.054

0.136

0.068

0.130

0.071

0.072

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

30

20

20

20

20

20

20

37

30

30

30

30

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

1.  5.  7.

2.  7.

2.  7.

2.  7.

2.  7.

2.  7.

LD-5 48" x 4" SUPPLY ALUMINUM CEILING PER ARCH NONE 401 - 610 35 0.07 401 -  610 30 8.

1

3

G

12

2
7

8

6

4

5

DRAWING NUMBER

DRAWING TITLE

PROJECT NUMBER.....

DRAWN BY..................

SCALE..........................

DATE............................10/19/2015

KEY PLAN

STAMP

C
L
IE

N
T
 I
N

F
O

R
M

A
T
IO

N
C

O
N

S
U

L
T
A

N
T
 I
N

F
O

R
M

A
T
IO

N

 1/8" = 1'-0"

1H-002

Author

SAR15A.00

HVAC SCHEDULES

M
IL

L
 &

 M
A

IN

R
E
N

O
V

A
T
IO

N

1
4

6
 M

A
IN

 S
T
R

E
E
T

M
A

Y
N

A
R

D
, 
M

A
 0

1
7
5

4

A
S
 C

L
O

C
K

 T
O

W
E
R

O
W

N
E
R

 L
L
C

B
R

O
W

N
, 
R

IC
H

A
R

D
S
O

N
, 
&

 R
O

W
E

3
 P

O
S
T
 O

F
F
IC

E
 S

Q
U

A
R

E
, 
3

R
D

 F
L
O

O
R

B
O

S
T
O

N
, 
M

A

6
1

7
-5

4
2

-8
5

5
2

L
A

N
D

S
C

A
P

E
 D

E
S
IG

N

N
IT

S
C

H
 E

N
G

IN
E
E
R

IN
G

2
 C

E
N

T
E
R

 P
L
A

Z
A

, 
S
U

IT
E
 4

3
0

B
O

S
T
O

N
, 
M

A

6
1

7
-3

3
8

-0
0

6
3

C
IV

IL
 E

N
G

IN
E
E
R

K
A

L
IN

 A
S
S
O

C
IA

T
E
S

4
6

5
 M

E
D

F
O

R
D

 S
T
R

E
E
T
, 
S
U

IT
E
 2

2
0

0

B
O

S
T
O

N
, 
M

A
 0

2
1

2
9

6
1

7
-8

8
6

-7
3

9
9

S
P

E
C

IF
IC

A
T
IO

N
S

A
H

A
 C

O
N

S
U

L
T
IN

G
 E

N
G

IN
E
E
R

S
2

4
 H

A
R

T
W

E
L
L
 A

V
E
.,
 3

R
D

 F
L
O

O
R

L
E
X

IN
G

T
O

N
, 
M

A
 0

2
4

2
1

7
8

1
-3

7
2

-3
0

0
0

M
E
P

 E
N

G
IN

E
E
R

S

C
A

M
P

B
E
L
L
-M

C
C

A
B

E
, 
IN

C
.

1
 C

L
O

C
K

 T
O

W
E
R

 P
L
A

C
E

M
A

Y
N

A
R

D
, 
M

A
 0

1
7

5
4

7
8

1
-8

9
9

-8
8

2
2

H
A

R
D

W
A

R
E
 C

O
N

S
U

L
T
A

N
T

S
IM

P
S
O

N
 G

U
M

P
E
R

T
Z
 &

 H
E
G

E
R

4
1

 S
E
Y

O
N

 S
T
R

E
E
T
, 
B

L
D

G
 1

, 
S
U

IT
E
 5

0
0

W
A

L
T
H

A
M

, 
M

A
 0

2
4

5
3

7
8

1
-9

0
7

-9
0

0
0

S
T
R

U
C

T
U

R
A

L
 E

N
G

IN
E
E
R

H
A

L
E
Y

 &
 A

L
D

R
IC

H
, 
IN

C
.

4
6

5
 M

E
D

F
O

R
D

 S
T
R

E
E
T
, 
S
U

IT
E
 2

2
0

0

B
O

S
T
O

N
, 
M

A

6
1

7
-8

8
6

-7
3

9
9

G
E
O

T
E
C

H
N

IC
A

L
 C

O
N

S
U

L
T
A

N
T

REVISIONS

NUMBER DESCRIPTION DATE


